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Moved tap location due to existing curb box location

emdisanto
Callout
Moved FH location due to conflict w/unknown utility. OK'ed per DOW Engineer on X/XX/XX
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Moved cross connection due to conflict with existing 4" gas main
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Ex. 4" gas encountered
Top of Pipe XXX.XX
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13+62, 10' RT
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Callout
8" Temporary Cap with blocking,
3/4" blowoff in cap, Sta X+XX, remaining 10' section to be hand swabbed
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Ex. Duct Bank encountered, Bottom Elev XXX.XX
Lowered profile, Approved per "DOW Engineer Name" on X/X/XX
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3/4" Chlorination Port
Sta10+03
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Non-performed Tap. Lot is now vacant.

emdisanto
Line

emdisanto
Line

emdisanto
Callout
Note to inspector: Update Centerline elevations for chlorination submittal.
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8" Temporary Cap with blocking,
3/4" blowoff in cap, Sta X+XX, remaining 8' section to be hand swabbed
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8" Temporary Cap with blocking, 3/4" Blowoff in cap,
Sta 17+20


emdisanto
Ellipse

emdisanto
Line

emdisanto
Line

emdisanto
Arrow

emdisanto
Text Box
16+97

emdisanto
Line

emdisanto
Text Box
30" Clr

emdisanto
Text Box
18" Clr

emdisanto
Callout
Note: Elevations are not filled in on this sample sheet, but should be updated on as-builts

emdisanto
PolyLine

emdisanto
Callout
8" WM shifted due to  conflict with unforeseen ductbank. Approved per "DOW Engineer Name" on X/X/XX.
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Existing duct bank encountered, not shown on plans
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8" 45 degree horiz. bend
Sta 16+30
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8" 45 degree horiz. bend
Sta 16+38
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Make sure descriptions, stations, and elevations match between Plan View, Profile View, and Coordinate Table
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Note: For any mains 12" and larger, please include report showing the date and limits of when pigging operations were performed.  
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Note: A Continuity Testing Report shall also be submitted for large diameter mains (20" and larger) that confirms the bonding wires were installed properly, as required by the spec.

emdisanto
Callout
Cross out work that was non-performed

emdisanto
Callout
Re-draw linework in profile that has changed by more than 12" vertically
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Re-draw linework in plan view that has changed by more than 18" horizontally (Services are an exception, re-draw if more than 5')


